
 

T R O U B L E S H O O T I N G  
 

J u n e  1 9 ,  2 0 2 3  |  P / N  5 2 0 1 3 5 6  
 
 

© 2023 Simco-Ion  |  2257 N Penn Rd, Hatfield, PA 19440  |  +1 (800) 203-3419  |  www.simco-ion.com/industrial 

Remote Connection 
IQ Power BPS 

Step 1: Please review your connections and jumper position. The correct connections are identified below and can 
also be found in the manual. 

Step 2: If your problem persists, please email a clear photo of your DB25 connections and a schematic to 
industrialsupport@simco-ion.com. 

 
 

 

Remote Functions  
Several functions may be controlled remotely through the 25-pin D-Sub connector located on the front of the unit: 

• Turning On/Off the High Voltage Output  
• Monitor Clean Bar (output drops below 50%), Fault Bar On, etc. 
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